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MAIN MENU
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CALL FB 1, DB 7   

MCPNum := 1  

MCP1In := P#E 0.0  

MCP1Out := P#A 0.0  

MCP1StatSend := P#A 8.0  

MCP1StatRec := P#A 12.0  

MCP1BusAdr := 10 //<<-- MCP_addr. for HT 8 
corresp. TCU settings/or 
for MCP 483 xxx IE / 
MCP 483 xxx PN 

MCPBusType := B#16#55 //55=Ethernet 

BHG := 5 //5=Ethernet = HT 2 

BHGIn := P#M 300.0  

BHGOut := P#M 320.0  

BHGRecGDNo := 10 //= DIP switch position on 
PN box (or MPP xxx IE) to 
which HT 2 is connected 
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