
31/03/2023

DATE

R.E.M. SRL

PRODUCER

CUMA

CUSTOMER

ANSALDO CT355W4 N°Comm 2023-
0178

PRODUCT

Phase 1

RESISTANCE TEST

3.73854

R

Phase 2 0 99999 3.73787 15.22 7.7 0.1 PASS

Phase 3 0 99999 3.73389 15.22 7.7 0.1 PASS

Phase 1

SURGE TEST

3857

V

228.0 m

L

82.46

Q

GO

Result

99.9

T Q F %

Phase 2 3803 5.2 227.8 m 0.1 82.46 0 GO5

Phase 3 3857 5.2 228.0 m 0.1 82.46 0 GO5

H. V. TEST

4028

V (V)

0

I Max (A)

2

I Meas(A)

GO

Result

MEGAOHMETER TEST

4028

V (V)

1000

R Min [MOhm]

5

R Meas [MOhm]

GO

Result

SURGE 1.2/50 TEST

V PK (V) V 50u

martedì 4 aprile 2023  -  09:39:37
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POLARIZATION INDEX TEST
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PASS

Result dR
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