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DATE

R.E.M. SRL

PRODUCER

SORGENIA

CUSTOMER

ABB10PGB12AP001MATR.3GF100
29786

PRODUCT

Phase 1

RESISTANCE TEST

0.01707

R

Phase 2 0 99999 0.01697 9.443 5 0.6 PASS

Phase 3 0 99999 0.01708 9.443 5 0.6 PASS

SURGE TEST
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MEGAOHMETER TEST
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SURGE 1.2/50 TEST

1446
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