
21/07/2020

DATE
R.E.M. SRL

PRODUCER
TEFIN

CUSTOMER
STATORE ECCITATRICE   N°Rem 

15070 N°Comm 2020-O451

PRODUCT

Phase 1

RESISTANCE TEST

12.8418
R

Phase 2 0 999999 0 26.64 6.3 0 PASS

Phase 3 0 999999 0 26.64 6.3 0 PASS
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